
 
 

EM/39/2013 
 

 
NOTICE INVITING TENDER FOR 

Internal electrical work of CPD Laboratory  

Director, Indian Institute of Tropical Meteorology, Dr. Homi Bhabha Road, Pashan, Pune-411 008 (India) invites sealed 

tenders (Techno- Commercial Bid) from electrical contractors having valid Electrical Contractor license issued by Maharashtra 

state/ state administration of the state in which the contractor is working. Necessary electrical works has to be carried out by the 

bidder as per annexure #2 and before quoting details of works, terms and conditions etc. are to be checked ,confirmed and quote 

accordingly.   

 

Bidders are requested to quote their prices as per enclosed format below in sealed cover on their own letter head 

superscribing the title “Internal electrical work of CPD Laboratory” so as to reach   IITM, Dr. Homi Bhabha Road, Pashan, 

Pune – 411008 before 03/12/2013 up to 13:00hrs.The quotation will be opened on the same day at 15:00hrs.  

 

 

Following documents are to be submitted along with techno commercial bid else bids will be rejected:  
  

a) EMD of Rs 15,000=00 (Rupees fifteen thousand Only) by Demand Draft, drawn from any Nationalized or Scheduled 
Banks in India payable at Pune in favor of “The Director, Indian Institute of tropical Metrology, NCL 
post, Pashan, Pune-411008 . EMD of unsuccessful bidders will be released on award of the work to successful 
contractor.  
 

b) Bidders must have completed at least three similar contracts of value more than 15 lakhs. Names of reputed 
organizations, satisfactory performance reports and the contact details should be given. 

  
c) Copy of valid Electrical Contractor License for working as electrical contractor of 11KV/415 Volts issued by 

Maharashtra state/ state administration of the state in which the contractor is working. 
  

d) The Tenderer is required to furnish the Permanent Account Number (PAN) and Service Tax no and VAT registration no. 
and  Bank details: RTGS Details . 

 

  
 
TERMS AND CONDITIONS: 
 
 

1) The bidder should carry the work as per the tender document.  
 

2) Measurement and Quantity of materials shown in the tender are approximate and payment shall be made as per actual 
measurement. 

 

3) All installation and maintenance to be done by the party and whenever required party should reach the site on his own 

cost. 

 

4) No advance payment will be done.  

 

5) 95% Payment after satisfactory work completion. 

 

6) 5% will be retained and will be released after   successful completion of one year defect liability period  

 

7) All materials required for execution of work should confirm to the standard specification and should be approved by 

the Engineer in charge before actually put to use. Commencement of work without prior approval shall be entirely at 

the risk and cost of the contractor. 

8)   Contractor has to quote as per Annexure # 2 

9) PENALTY CLAUSE:  
If the work is not completed by scheduled time or if you leave work in half complete stage, the liquidated damages will 
be charged or deducted 1.0% per week of the work order cost and the maximum to 10% value of work order.  

 
10)  EXTRA ITEM:  

The rate for Extra Item shall be worked out in accordance with the following rules:  
a).The rates for the extra items shall be derived from the rate of an appropriate item of similar class for which the rate 
already has been accepted, where same can be directly derived. 
b) The contractor shall bound to carry out any extra items of work as per site requirement. The rate for extra items 
shall be derived from the rate already quoted. Where the items are not specified in the BOQ the rate shall be worked 
out at cost of material +labour cost+10% over heads, wastage, transportation & profit.  

 
 



 
 

Preferred make list: 

 
 
 
 

 

Sr. 
No. 

Brief Description of 
Equipment / Material 

Makes 

1 LT Power & Control Cables RPG/Universal/ Polycab / KEI 

2 MCB DB / Panels with 
Miniature Circuit Breaker-
MCB,ELCB,RCBO Isolators 
etc. 

Legrand/Schneider/Siemens/Havel/L&T-
Hagers 

3 L.V. Switchgears   Schneider/Siemens/ABB/L&T/Legrand 

4 L.V. Panel Builders CPRI Approved Vendor 

11 Terminal  Blocks  & 
Connectors in LT Panel  

Elmex / Connectwel or Equivalent 

12 Cable Lugs Jainson / Dowel/Lotus 

13 Cable Glands                          Comet /Braco/PEW/FGS/Polycab 

14 Metal Clad Plug & Socket 
(Industrial)       

Legrand /Schneider/Neptune/GE 

16 Plug & Socket (Commercial) Legrand /Schneider/Crabtree/L&T/Siemens 

17 Ceiling Fan / Exhaust Fan GE/Crompton/Bajaj/USHA 

18 Exhaust Fan Almonard/GEC/ Crompton 

19 FRLS PVC Wires  Polycab/ R R Cable /Finlex/LAPS 

20 M.S. Conduits & Accessories  BEC/VIMCO/Bharat/Univercell 

21 FR PVC Conduits/Casing 
Caping 

Modi/Diamond/Precision ,Circle Arc/ 

Finolex/trubore/Sudhakar 

22 Cable Trays  Ashlesha /Indiana/Profab/shruti 

23 Lighting Fixtures Pierlight/Wipro/Philips/Crompton 

24 Earthing Ashlok/Jeftech/SGI 

 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 



 
 
 
 

Annexure # 2 
 
 
 
 
 
 

BILL OF QUANTITIES(LT Work) 

Project :  CPD Laboratory 

CLIENT:-Indian Institute of Tropical Meteorology 

WORK:-INTERNAL ELECTRICAL   WORK OF HIGH ALTITUDE LAB PUNE 

Sr 
No 

Description Supply  Installation 

Amount (Rs) Amount (Rs) 

I LV Panels & Distribution Boards     

II  L.V. Cables.      

III  Earthing & Lightning Protection     

IV  Point Wiring & Fixtures     

        

  TOTAL AMOUNT -      

  VAT@5%     

  VAT@12.5%     

  Service Tax@      

  Other taxes if any@     

  FINAL VALUE    
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Sr. 

No. 

Description Unit Qty Supply Installation VAT AMOUNT SERVICE 

TAX 

OTHER 

TAX 

        Rate Amount Rate Amount 5 % 12.5%     

                        

A PART-I (Internal Lighting)                     

  SECTION - I : LV Panels & 
Distribution Boards 

                    

1.0 Supply, Installation, Testing and 
Commissioning of double door 
prefabricated recessed type MCB 
DB  with CRCA sheet fabrication 
with powder coated body 
concealed in wall or on support 
structure. Steel support 
fabrication shall be considered 
separately. 

                    

1.1 12 way SPN DB comprising of 16A 
DP 100mA RCBO & 8 Nos. of 6A, 
SP MCB as Outgoing. 

Set          
2.00  

                

1.2 12 Way VTPN DB Comprising of 
125A TPN MCCB as incomer & 
20A TP MCB 4 Nos, 10A TP MCB 5 
nos,63A TP MCB 1 No & 32A TP 
MCB 2 nos 

Set          
1.00  

                

1.3 8 Way VTPN DB Comprising of 
63A TPN MCCB as incomer & 32A 
TP MCB 8 nos(RPDB) 

Set          
1.00  

                

1.4 DOL starter comprising of MPCB 
including of OLR(Type 2 co-
ordination) suitable Pumps for 
tanks/water channel load 5KW 

Set          
1.00  

                

1.5 125A MCCB in readymade metal 
enclosure for Isolation of LAB 
Supply including the fabrication & 
required accessories to complete 
the job. 

Set          
1.00  

                

2.0 Pre-fabricated, IP 42 enclosure 
with power sockets, necessary 
cable glands & spare knockout 
holes comprising of:- 

                    

2.1 Combination of 32A, 3Ø, 
3P+N+E  &  16A, 3Ø, 3P+N+E 
Socket outlet with 32A 3P & 16A 
SP MCB in  readymade metal 
enclosure. 

Set          
5.00  

                

  TOTAL : SECTION I                     

                        

  SECTION II : L.V. Cables. (XLPE 
Insulated) 

                    

1.0 Supply, Installation, Testing and 
Commissioning of 1100V grade 
L.T. XLPE/ PVC insulated 
multistrand Al./ Cu. conductor 
cables on provided prefabricated 
trays/ pipe/ in trenches with 
necessary clamps, identification 
tag. & all other items required to 
complete the task. (Actual cable 
lengths shall be measured at site 
prior to procurement. ) 

                    

1.1 4C X 6 Sqmm. YWY Mtr        
30.00  

                

1.2 3.5C x 35 Sqmm A2XFY Cable Mtr       
200.00  

                

1.3 4C X 4 sqmm. YWY Mtr       
150.00  

                

1.4 3C X 4 Sqmm YWY Mtr       
400.00  

                

1.5 4C X 16 Sqmm AYFY Mtr       
250.00  

                

2.0 Supply & installation of End 
termination for cables as above 
with Brass, heavy duty, Single 
compression glands, lugs, other 
consumable, crimping, gland hole 
drilling, ferrulling, marking, etc. 

                    

2.1 4C X 6 YWY Nos.                          



2.00  

2.2 3.5C x 35 Sqmm A2XFY Cable Nos.          
2.00  

                

2.3 4C X 4 YWY Nos.          
6.00  

                

2.4 3C X 4 YWY Nos.        
12.00  

                

2.5 4C X 16 Sqmm AYFY Nos.        
14.00  

                

  TOTAL : SECTION II                     

                        

  SECTION III : Earthing                     

1.0 Supply, installation, testing of GI/ 
Cu. earthing strips & wires in 
ground at a depth of 600 mm. or 
in ready made trenches or on 
ready tray with necessary clamps 
& bimetallic srips as per 
specification. (excavation required 
for this will be ensured 
separately.) Refer layout & tender 
spec for various applications 

                    

1.1 8 SWG GI Wire. Rmtr       
300.00  

                

1.2 25 x 3 mm GI strip Rmtr       
100.00  

                

  TOTAL : SECTION III                     

                        

  SECTION IV : Point Wiring                     

1.0 Surface / concealed point wiring 
for light / fan call bell / 5 A points 
with 3 x 2.5 sq.mm. FRLS Cu. 
wires as submains from LDB to 
Switchboard on wall, ceiling, trays 
& in PVC conduit/flexible conduit, 
ready trenches, and 3 x 2.5 
Sq.mm. wires for each point 
complete (submains will not be 
measured separately) including 
necessary modular switch board, 
switch plates and Blanking plates 
& accessories as required etc. to 
complete the task.. Primary Point 
shall mean first point wired from 
switchboard and Secondary point 
shall mean successive points next 
to Primary point. 

                    

  Note:- All conduits in area with 
false ceiling shall be concealed in 
wall below false ceiling 

                    

1.1 Primary Light point wiring with 
necessary 5 A SP switch, ceiling 
rose / Holders compete. (1 Light 
points controlled by one switch)  

Pt.        
18.00  

                

1.2 Emergency  point wiring as above 
but without submains            ( 

Submains will be measured 
separately for these  points.) in 
LAB. 

Pt.          
2.00  

                

2.0 Wall mounted Fan point with 
modular 5 A SP Switch, switch 
box & plate & fan mounting base 
(on wall) with 3 x 2.5 sqmm 
multistrand Cu 1.1KV grade wire 
& required accessories to complete 
the job  etc. 

Pt.          
6.00  

                

3.0 5A  3 pin socket outlets on board  
(Modular). 

Pt.          
3.00  

                

4.0 Supply, installation, testing and 
commissioning of lighting 
fixtures/ fans/Ex. fans etc. 
including necessary electronic 
ballast, lamp, accessories, 
wiring connection, support 

arrangement like suspension 
chain, M.S. conduit drop with 
ball socket. down drops, etc. All 
FTL fixtures shall be with 
triphosphor source.  

                    



4.1 1 x 40 Watt Wipro Lighting Coral - 
Channel with end caps 

Nos.          
8.00  

                

4.2 4 x 14 Watt T5, FTL recess 
mounted, Mirror optic luminarie. 

Nos.        
10.00  

                

4.3 Supply, installation testing of 
450mm Wall mounted fans but 
without regulator. 

Nos.          
6.00  

                

4.4 Supply and installation of main for 
UPS power points in office area 
with 3 x 2.5 Sq.mm. wires 
including 25mm PVC Conduits. 

Rmtr       
250.00  

                

4.5 As above but 2 x 2.5 + 1 x 1.5 Cu 
wires in 25mm PVC conduit. 

Rmtr       
150.00  

                

4.6 Providing & fixing 1 Nos. modular 
5/15 A socket & switch with 
modular plate and box at one 
place for UPS & mains 
connections whenever required. 

set          
6.00  

                

5 Supply and installation of 
prefabricated (hot dip Galvanised ) 
G.I. ladder/ perforated trays with 

50/ 75 mm C channels & Runges 
at 200mm cc and including 
prefabricated accessories like 
Bends, Tee, Right-angles & tray 
coupling arrangement etc.(Bends 
fabricated at site will not be 
allowed.) 

                    

5.1 50mm, 50x50 perforated tray. (16 
SWG) 

Rmtr          
5.00  

                

5.2 100mm, 50x50 perforated tray. 
(16 SWG) 

Rmtr        
30.00  

                

5.3 150mm, 50x50 perforated tray. 
(16 SWG) 

Rmtr        
75.00  

                

5.4 300 mm, 50x50 perforated tray. 
(14 SWG) 

Rmtr        
30.00  

                

6 Cable Tray Covers suitable for 
following size trays 

                    

6.1 50mm  perforated tray. Rmtr          
5.00  

                

6.2 100mm  perforated tray. Rmtr        
15.00  

                

6.3 150mm  perforated tray. Rmtr        
50.00  

                

6.4 300 mm perforated tray. Rmtr        
20.00  

                

7.0 MS Powder Coated Ducts of Below 
sizes with Glossy finish of RAL 
7032 Colorshed  with SS Screws. 

                    

7.1 100 mm. X 75 mm. Rmtr        
20.00  

                

7.2 150 mm. X 75 mm. Rmtr        
20.00  

                

8.0 Supply, Fabrication, Installation of 
M.S. angle/ Channel/ Square tube 
of 3mm thick of 50x50mm size 

including base plates supports 
arrangement, fastners, hardware 
etc. as per requirement (Duly 
approved by AEPPL and Client) for 
trays, frames etc. including 
necessary painting with 2 coats of 
primer and 2 coats of enamel 
black paint. 

KG    
1,000.00  

                

  TOTAL : SECTION IV                     

 
 
 
 
 


