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INDIAN iNSTiTUTE OF TROPICAL METEOROLOGY

i . ESSO
(A Autonomoeus insiituis of the Wind Htry of Barh Sgiences, Govi of indis
Tir Homi Bhabhs Poad. Pashar Pune - 271 008 indis
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Quotation in sealed cover superscribed there on Quotation due on 07/06/2016 in response to Enquiry
No. PS/128/07/2016 dated 12/05/2016 are invited for the supply of under-mentioned stores so as to reach

this institute latest by 12-00 hours on 07/06/2016 which will be opened on the same day at 15-00
hours.

A Wier @ i § o 9§ 37 60 A @ sl o 78 P oREt 9w e |
The quotation shall normally remain valid for a minimum period of 60 days from the date of opening
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The quotation shall be filled in with the consideration to the instruction printed overieaf.
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Sr. No. Description of Stores Unit Quantity |
|
Supply, Installation & commissioning of : - i
01. Direct Heat Pump of 6.5 KW heating capacity No. 03 Nos. l
required for IMD-IITM Student Hostel Building at Pashan, Pune ‘1
{As per specifications enclosed ) ‘
Note:» (1) Enquiry Letter No. and due date should be mentioned on the top of envelope.
{2) If above ifem is avaiiable on Rate Contract basis, then please specify accordingly in the quotation.
Also enclose Rate Coniract copy.
(3) Technical Literature/Pamphiet, if any, may please be enclosed {o quotation.
(4) Quotation by fax / e-mail will not be considered.
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This Institute is unable to furnish any
Concessional fom for 8.7/ C.5.T./ efc.

Scientific Officer Gr.-il
for Director
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Quotation received after the due date will not be considered.
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Quotation must be filled in legibly and overwriting/corrections, erasures etc. if any, must be duly attested, and ON
YOUR LETTERHEAD ONLY.
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The rates shall quoted according to the units indicated in the enquiry letter. When the rates are quoted in units
different from those specified, the relation between the units shall be furnished.

TG ¥5R HUARE & 8 Faita ¥Ha Als [Gead & FFER 8F gl

The stores offered shall preferably be according to the retevant Indian Standard Specification.
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The exact delivery period and terms of delivery shall invariably be mentioned in the quotation.
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Preference shall be given to rates quoted as delivery at this Institute premises st Pashan {for local firms) and as FOR
Pune (for outstations firms)
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The rates preferahly include all charges, taxes, duties etc. also these charges shall be shown distinctly and separately.
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The Institute will not be in position to furnish form (D) or form {AF) as the case may be for concessional rate of Sales
Tax.
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Payment will be made within 30 days.
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An order for supply when placed must be completed in full within the defivery period indicated on the order. Failure to

supply or replace the rejected materials if any will render the order liable to be cancelled without notice and the
material will be procured elsewhere at your risks and cost.

TR FAC T FF 1 qfel F Ferae e W ew ag G s
Quotstions, not fulfilling the above instructions, are not fikely to be considered.
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The Institute reserves the right to accept or reject any quotation or part thereo? without assigning any reason thereof.
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Warranty : The supplier shall be given a minimum warranty for a period of 12 months to the materials supplied shall
free from all defects and faults in materials, workmanship and manufacture shall be of the highest grade and consistant

with the established and generally accepted standards shall be inconfirmatory with the specifications and shzll be if
operable operate properly.
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Terms and Continued (Contd.)
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Quotations musi clearly indicate the features offered Unit Price[ Sales Tax, Transport, Transit Insurance,
Installation charges and one year on-site warranty. Institute cannot furnish any certificate for exemption
or reduction in Sales Tax etc. Incomplete Quotation will not be considered and rejected.
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No advance can be paid.
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Institute is exempted from the payment of Central Excise duty and exemption certificate will be issued
on requested, if required.
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LBT payment if any, the same may please be shown separately.
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Payment terms will be 100% against supply & installation of the goods or if price rise more than ¥ 1,00,000/- then
payment terms will be as follows :
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90% Payment after satisfactory instaliation.
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10% Payment after execution of Bank Guarantee from a Nationalised Bank which will be valid till
the expiry of warranty period including extension if any.
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All standard acceptance tests will be carried out after installation the equipment will be taken over only
after successful completion of acceptance tests.
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The price should be firm and irrevocable and not subject to any change whatsoever, even due to
increase in the cost of raw materials and components and Rupee-foreign exchange conversion rate.
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The installation process should be completed within one month from the date of delivery.
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Indian Institute of Tropical Meteorology
Pashan, Pune ~ 411 008

(Enclosure to Enquiry Letter No. PS/128/07/2016/ dated 12/05/2016)

Technical specifications for Direct Heat Pump of 6.5 KW heating capacity Qtv - 03 Nos,

Scope of work:

Supply, installation and commissioning of heat pump for solar water heater system installed at
terrace of Student hostel building in IMD colony Pashan.

Quantity Required: 3 numbers
Detail specifications:

1. Heating Capacity: 6.5 KW
. Compressor Capacity: 1.5TR

. Refrigerant: R407C

. Instant Rise in Temperature across heat pump in single circulation\pass: Delta 30 degree
. Hot water circulating pump: suitable for hot water application 220 L\h single phase 240V.
. Rated hot water output in single circulation: 220 to 240 I\h

. Qverall COP : 3.8 or higher ( with fan, pump and main heat pump)

8. Automation in build with timer, temperature indicator, cut off, with all safety\protection system
and programmable system.

9. Noise : less than 60 db at 1 meter distance.
10. Heat exchanger: tube and tube \ tube in tube
11. Expansion Valve: Electronic thermal expansion valve

12. Outdoor air source type of heat pump: All cabinet for heat pump suitable for outdoor
application

13. Power: single phase, 220 to 240 v, 12A maximum, Frequency 50HZ
14. Warranty of system: 2 year compressive including preventive maintenance

15, Suitable tubing’'s (MLCP type) from tank to heat pump with necessary NRV and valve is
considered in the scope of work.

16. Stand for the system , earthing , cables from supply up to heat pump in the scope of supplier.

N

3
4
5
6
7

17. Testing will be done without connecting the heat pump to any tank and delta T 30 degree will
be taken across the heat pump . Water will enter heat pump at 25 degree and at outlet will be 55
degree in single pass. Heat pump without recirculation is required.

18. Working temperature -5 deg to 40 deg. Centigrade

19. Vendor has to quote for the system inclusive of all taxes, transportation, loading & unloading
charges has to be consider.

20. Note: Vendors are requested: not to quote for delta 5 degree heat pump with recirculation
mode.

i) Make, Model name & Warranty Period of the equipment may be mentioned clearly failing which
guotation will not be considered.

iii} Technical specifications compliance sheet may be enclosed along with quotation.

\ oY\t

(V.R. Maii)
Scientific Officer Gr.-1l
for Director .
Contact No. : (020) 25904483/ 210
E-mail ! vipin@tropmet.res.in



